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abstract 
 
The  structure of historic buildings and the materials used in their construction, along with outdoor con- ditions, affect indoor temperature and 
humidity. The  walls of San  Juan Bautista Church at Talamanca de Jarama, Madrid, Spain, exhibit differences in  water absorption, whose explanation is 
to be  found in  the various types of construction involved in its  over seven centuries of building history, the weather condi- tions and the walls 
orientation. The  south wall fluctuations in inner temperature and humidity produce 11–16 h thermal lag  and a very low  decrement factor ensuring 
comfortable interiors all year round with minimal fluctuations in  temperature. 
 
 
1. Introduction 
 
The  climate to  which a building material is exposed has  a very 
direct effect on its indoor temperature and humidity, which can  be 
controlled by the wall  structure [1–3]. Temperature and humidity 
distributions vary  with building and wall  orientation, while solar 
radiation, wind and rain affect not  only  wall  surfaces but their in- 
ner  cores as well. 
The  impact of outdoor conditions on  the inner wall  and on  the 
indoor temperature and humidity of different rooms is more com- 
plex  in heritage buildings, which throughout their service life often 
undergo  a  number of  restorations  involving different  building 
materials  and  construction  techniques  [4].   Moreover, heritage 
buildings exhibit wide architectural variability due to the long  con- 
struction times involved, often measured in decades or even centu- 
ries  in the case  of cathedrals. Such  variability can  be  attributed to 
factors such as changes in works supervision, the depletion of the 
initial quarries, alterations the initial design for  technical or  aes- 
thetic reasons or complete overhauls of architectural style [5]. 
Such  buildings are  generally also  the object of enlargements or 
rehabilitations to repair damage due to earthquakes, fire  or acts of 
war. The  effects of climate on  a building’s structure can  hardly be 
understood without a knowledge of its  construction  history. Dili- 
gent assessment also  includes a study of the building’s urban sur- 
rounds and how they have changed since it  was  built, including 
factors such as  the presence of adjacent buildings or  trees or  the 
type of outside pavement, which can affect the degree of solar radi- 
ation and the impact of rain and wind on  wall  surfaces. 
Moisture, one  of  the agents of  decay in  historic buildings, is 
transferred to  their structure primarily by  capillary absorption, 
condensation, rainwater infiltration or  leaking pipes. The  causes 
of material decay can  be  gleaned from information on  variations 
in  temperature and humidity [6],  which favour chemical decay 
through dissolution and oxidation, physical decay via  salt  crystal- 
lisation [7,8]  or biodeterioration in the form of microbial colonisa- 
tion [9,10]. Once  the microclimatic conditions prevailing in  walls 
are  determined, the causes of decay can  be established and guide- 
lines defined for their restoration and conservation [11–13]. 
Moisture in  building façades shortens the durability of  their 
materials and raises maintenance costs. It also  affects indoor insu- 
lation from the elements, to  the detriment of environmental con- 
trol  system performance and consequently energy savings [14]. 
Moreover, wall  construction systems affect indoor environmen- 
tal  conditions and comfort levels: a single layer of a homogeneous 
material performs very  differently in  this respect from multiple 
layers of different materials with different thicknesses and thermo- 
hydraulic properties [13,15–18]. 
The variations expected in weather conditions in the decades to 
come due to climate change will  induce significant decay in build- 
ings  [19,20]. In the region of Madrid, the high temperature is ex- 
pected to  rise  by  3–4    by  2060, while precipitation is  estimated 
to  decline by 2–20% [21]. 
Monitoring the parameters to  be  studied is one  of the impera- 
tives microclimatic research [22,23]. Sensors must be  positioned 
to  favour continuous data collection not  only  inside and outside 
the building, but inside the walls themselves. 
The present study aimed to establish the impact of outdoor con- 
ditions on  the temperature and humidity inside the walls of  a 
twelfth century building, instrumented with a network of wireless 
sensors. 
 
 
 
 
2. Church construction 
 
San   Juan   Bautista Church at  Talamanca de   Jarama,  Madrid, 
Spain (W3  300 54.000 , N40  440 46.000 ), a building with a historic-artis- 
tic  monument listing since 3 June  1931, was  chosen to  study the 
effects of climate on  the inner cores of walls. The  church is sited 
at an  elevation of  655  m  above sea  level  in  a  rural environment 
with a  Mediterranean climate. The  mean annual temperature  is 
14   C and the area’s 445-mm yearly rainfall is recorded primarily 
in spring and autumn. 
This   twelfth–thirteenth  century  Romanesque building origi- 
nally consisted of  a  single nave headed by  a  stone apse, which 
is  all  that presently remains of  that initial structure. The  central 
nave  was   demolished in  the  sixteenth century to   enlarge the 
temple, which was  rebuilt in  Renaissance style. The  new central 
nave is connected to  two side  naves by  wide span basket arches 
resting on  sturdy columns whose flowery capitals also  support a 
Mudéjar style wooden ceiling [24].  The  Baroque bell  tower was 
built later, between the  seventeenth  and eighteenth centuries. 
By  the nineteenth  century, the south façade and bell   tower  of 
the  church was   severely damaged  by   time and the  elements. 
On the occasion of its  reconstruction beginning in 1885, the nave 
was  widened. 
The  church now measures 36.50    12.70    10.50 m.  The  walls 
are  50 cm  thick in  the nave, 60 cm  in  the apse and 100 cm  in  the 
proximity of the bell  tower. 
The  church lies  at 40–50 cm  below street level.  It is sited in  a 
square with ample space around its main façade, which faces  west 
and south. No trees or  other elements outside the building pres- 
ently alter the solar radiation to  which these façades are  exposed. 
Nonetheless, two structures on the building itself cast shadows on 
the south façade: the tower and the portico at the entrance on that 
side  of the church. 
The church apse and its two entrance portals are made of locally 
quarried dolostone ashlars [25]  (Fig. 1a).  The  indoor columns are 
also  made of this material. 
The variation in the façade masonry mirrors the changes in con- 
struction techniques over  time. The  north façade is characterised 
by bonded brick corners and panes of rubble masonry comprising 
large rough-hewn siliceous stone bordered by  courses of brick.  It 
rests on  a 53-cm high rubble stone dado made of similar material 
and rendered on the inside with clay  mortar (Fig. 1b). On the more 
carefully designed south façade, the fill  consists mostly of  lime- 
stone  rubble  separated   horizontally  by    two  rows  of   brick 
(Fig. 1c),  although a few  quartzite and even an  occasional granite 
stone are  also  visible, along with Visigoth adornments. The whole 
wall  rests on an 80–90-cm high limestone ashlar dado. This façade 
has  three large inwardly tapered windows. The  rubble masonry 
dado in this wall  must have been added as a cladding for the inte- 
rior  brick dado. 
The   main,  eastward  facing portal  has   ashlar  stone  quoins 
bonded to the north and south walls, an 85-cm high limestone ash- 
lar dado and a rubble masonry wall  alternating with a few  rows of 
brick.  The portal is adorned with a semicircular arch and a triangu- 
lar  pediment  with Renaissance-type Tuscan columns. The  south 
portal, positioned close to the church tower, is protected by a can- 
opy  roof  resting on  two columns (Fig. 1a). 
The church inside walls are  rendered with a 5–7-cm layer of ce- 
ment, in turn surfaced with several coats of plaster and paint. This 
indoor surfacing has  been damaged by capillary water to  a height
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Fig.  1.  San  Juan Bautista Church at Talamanca de Jarama. (a)  South façade showing the church apse and south entrance canopy; (b)  north façade; (c)  west façade; (d)  stone 
dado and brick and rubble stone checkerboard arrangement on the south façade; (e)  rubble stone dado and wall on the north façade; (f) ashlar stone dado on the west façade 
and rubble stone masonry on the south façade. 
 
of 1.5 m. Salt efflorescence, a cause of segregation, is visible on the 
stone surface in the apse [26]. 
 
 
3.  Methodology 
 
Monitoring and data gathering were performed with two networks of wireless 
sensors: one that recorded the outdoor weather conditions (meteo station, Fig. 2a) 
and the other the humidity and temperature inside the church walls. The  monitor- 
ing  system for  monitoring outdoor conditions was fitted with Libelium [27] relative 
humidity and temperature sensors, as well as an anemometer, rain gauge and wind 
vane. The  in-wall conditions were monitored with MEMSIC  instruments [28]. In- 
wall sensors were embedded at five monitoring points or motes, whose positions 
were determined based on the degree of decay identified and wall orientation. 
The  monitoring point numbering reflects the positions finally determined after 
ruling out sites found to be unsuitable or where anomalous mote operation was 
identified. The  motes were fitted  with Sensirion SHT11 sensors to record the tem- 
perature and humidity inside and outside the wall and then convey the information 
to a database  node. Sensirion SHT11 sensors, which operate  at 0–100% relative 
humidity with an accuracy of  ±3.0%  and at temperatures of     40 to +125  C with 
±0.4  C accuracy, have built-in signal processing elements with a very small foot- 
print and deliver automatically calibrated and digitised readings [29]. The  wireless 
network that monitored conditions inside the walls comprised sensors positioned 
at depths, measured from inside the church, of  20 cm (motes 2,  4,  6 and 7)  or 
10 cm in the apse (mote 1). They were placed at heights of 40,  140 and 240 cm from 
the indoor flooring (Fig.  2b). The  indoor temperature and relative humidity, in turn, 
were monitored at heights of  40 and 240 cm, with 1-wire/iButton sensors that 
operated  at 0–100% relative humidity  with an accuracy of  ±5.0%  and at tempera- 
tures of     20 to +85   C with an accuracy of ±0.5  C. 
Conditions were monitored from 1 December 2011 to 30 November 2012. The 
indoor and in-wall temperature and relative humidity motes (MEMSIC technology) 
recorded data every 2 min and transmitted  the  information to a base station 
(Fig.  2a) where they were collected and processed. This station was connected to 
a laptop computer fitted graphic processing tools and interfaces developed to inter- 
pret the data, as well as an internet connection for  remote control. The  Libelium 
technology base station, which received the data recorded at the meteo station 
every 5 min, was also connected to this computer. 
 
 
4. Results 
 
4.1. Climate  in building  surrounds 
 
Talamanca de  Jarama has  a  semi-arid continental Mediterra- 
nean climate, with very  hot  dry  summers (highest temperature re- 
corded in the period studied, 41.6   C) and very  cold  winters, with 
below  freezing temperatures  (lowest  temperature  recorded  in 
the period studied,   5.4   C). The total yearly rainfall varies widely, 
but is heaviest in April, October and November. The mean relative 
humidity recorded was  57.1%, although it fluctuated widely, with 
values of  over   90% in  rainy periods. The  prevailing winds blow 
from the west and northwest, contributing to  the differences ob- 
served among the façades. The  highest summer solstice-related 
temperature,  recorded  in   June,   was   19.26  C  higher than  the 
monthly mean. Smaller temperature differences were recorded in 
winter, when the highest winter solstice-related temperature re- 
corded was  11.7   C higher than the mean value for that month. 
The mean yearly indoor temperature was  3.7   C higher than the 
outdoor mean and the relative humidity was  11.3% lower. In the 
winter, the indoor temperatures  were milder than the outdoor 
mercury, particularly when the latter dipped to  below freezing. 
The  indoor temperature ranged more widely in  the summer than 
in the winter.
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Fig.  2.  (a)  Plan view of  motes used to measure indoor (blue, MEMSIC  technology) 
and outdoor (red, Libelium technology) conditions; (b)   height of  MEMSIC   RH/T 
motes. (For   interpretation of  the references to colour in this figure legend, the 
reader is  referred to the web version of this article.) 
 
 
4.2. Temperature and  humidity in walls 
 
4.2.1. Effect of humidity 
The church walls had a very  high humidity: the sensors located 
at 40 cm off the floor on both the north and south walls were con- 
sistently saturated, with humidity readings of 95–100%. The  sen- 
sors   positioned at 140  cm   were likewise saturated  throughout 
the year,  with the exceptions of mote 1 on  the ashlar stone apse 
wall,  where the highest values hovered around 60–64%,  and mote 
7  near the south entrance, where the highest humidity ranged 
from 60% to  62% (Fig. 3). Both  these latter sensors detected lower 
humidity in  the summer, with a steady decline from 64% to  57% 
in  the apse and from 62% to  60% in  the south wall.  The  readings 
delivered by  these sensors tended to  rise  in  autumn and winter 
(Fig. 3). 
The  widest fluctuations in  temperature and relative humidity 
were recorded by  the sensors at a height of 240  cm  on  the walls 
most heavily impacted by  weather conditions. Fig.  4  shows the 
coldest (a)  and warmest (b)  periods recorded by  the 240-cm high 
sensors at each mote. 
At that height, in-wall humidity was  greatest in the north wall, 
and in particular at the foot  of the church (mote 2), where values 
ranged from 72–77%  in winter to 60–68%  in the summer. The low- 
est  RH values were recorded in  July and August. Similar readings 
were found at the head (apse or  east side) of  the church in  the 
north wall   (mote 6,  see   Fig.  4),  although the relative humidity 
was  lower in the winter as well  as in the summer, when the means 
ranged from 55% to  48%. At both the head (apse or east side) and 
foot  (entrance or  west side) of  the north wall,  relative humidity 
rose   again in  the autumn, with a  mean value of  50% at mote 6 
and 55% at mote 2.  In  this wall,  relative humidity was  observed 
to  fluctuate more significantly in  the summer than in  the winter 
(Fig.  4).  In  the south wall,  by  contrast, at the foot  of  the church 
(mote 4),  RH ranged from 45% to  60% in  both winter and spring, 
while in the wall  around the south entrance to the church (mote 7), 
spring and summer humidity fluctuated from 50% to  55% (Figs.  3 
and 4). In late August, at the head of the church on  the south (as 
on  the north) façade, relative humidity (mote 7) declined steadily 
to  values of  around 30%, while tending to  rise   and vary   more 
widely in  the autumn, when the high values climbed to  nearly 
80%  at the foot   (mote 4)  and 60%  at the head (mote 7)  of  the 
church. The  downward pattern exhibited greater fluctuations at 
the south foot  of the church (mote 4). Relative humidity was  55– 
62% in  winter and spring, although values of nearly 90% were re- 
corded in mid-May. In the summer, the relative humidity readings 
at 240  cm in the apse tended to decline to minimum values of 35% 
(Figs. 3 and 4), rising in the autumn to  52% (Fig. 3). 
The  yearly rainy seasons  affected church  wall   humidity.  At 
Talamanca de Jarama, rainfall tends to be heaviest in April, October 
and November. In April 2012 it rained in the first half of the month, 
in   October  in   the  second half,   and  in   November throughout, 
although  more  intensely  in   the  first half.   The   indoor relative 
humidity in the church rose  for several days in all three rainy peri- 
ods.  At 140  cm,  no  significant changes in humidity were recorded 
in  the north wall,  for  the sensors were saturated at 100% before 
the rain. In the south wall,  both around the apse and in  the area 
near the entrance (mote 7), relative humidity was  essentially flat, 
with a  slight upward tendency. The  greatest changes were ob- 
served at the foot  of the church in  that wall  (mote 4),  where RH 
rose  from 93% to  96% after the rain on  24–26 October (Fig. 3). 
 
4.2.2. Effect of temperature (solar  radiation) 
Building orientation in respect of solar radiation has  a very  di- 
rect impact on  in-wall temperature: the sensors oriented south- 
ward   recorded   cyclic     fluctuations   (Fig.    5).     The     highest 
temperature was  recorded by  the south wall  sensors (Fig.  6).  In 
the apse area, which also  faces  south, the high temperature was 
considerably lower due primarily to the fact  that the sensors were 
at a greater depth from the outside surface, even though summer- 
time temperature fluctuations were detected. 
Consequently, the differences recorded by  the south-oriented 
sensors on  the sunniest summer and winter days were chosen 
for  characterisation and analysis. The  warmest day  was  26  June, 
six days after the summer solstice (20 June  2012). The solar eleva- 
tion angle was  73   and the azimuth 244  ; the sun  rose  at 6:45 AM 
and 58   N and set  at 9:49 PM and 302   N (Spanish official DST), for 
a 15-h, 4-min day.  The cloud cover was  scant on that day, although 
it  intensified toward in  the late afternoon, climbing to  90%  by 
2:00 PM  on  27 June,  after which it  began to  disappear. The  sky 
was  completely clear by  7:00 AM on  28 June  and remained clear 
for  the rest of the day.  At the time of highest solar radiation on 
26,  27  and 28 June,  the wind was   blowing from the SW  at 3,  5 
and 9 m/s,  respectively. The  outdoor temperature  on   the 26th 
was  41.6   C, 35.8   C on the 27th and 38   C on the 28th. These highs 
were recorded at 6:55 PM, except on the 27th, the only  cloudy day, 
when the high was  reached at 3:00 PM (Table  1).  The  minimum 
outdoor relative humidity values on  those three days were 13%, 
18% and 10%, respectively (Fig. 7a). 
According to the iButton readings, temperatures were highest in 
the sensors positioned at 240  cm,  where they ranged from 25.1  to 
29.3  C on  both the south and north walls on  the three days in 
question. At  40 cm,  the lowest level,  the indoor temperature in 
the church was  lower than in the upper areas, with values ranging 
from 23.6  to  26.7   C on  26,  27  and 28 June. 
The  sensors placed inside the south wall  at motes 4 and 7 re- 
corded daily solar radiation-induced fluctuations in  temperature, 
but with a thermal lag  with respect to  the high outdoor tempera- 
ture. On  26 June,  the warmest day  in  the summer solstice time- 
frame, the highest outdoor temperature was  reached at 6:55 PM,
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Fig.  3.  Mean, high and low in-wall relative humidity values at 140 and 240 cm by  season and mote: (1)  apse, (2  and 6)  north wall, (4  and 7)  south wall. 
whereas inside the church walls, the highest temperatures were 
recorded between 5:00 and 9:00 AM the next day,  i.e., an  11–16- 
h  lag,  depending on  sensor height. Fig. 7 shows the variations in 
the outdoor temperature and in  the in-wall readings at different
 
 
 
 
 
 
 
Fig.  4.  (a)  Variations in in-wall relative humidity for  periods representative of  cold autumn–winter  conditions; (b)   variations in in-wall relative humidity for  periods 
representative of warm conditions. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Fig.  5.  Cyclic temperature behaviour around the summer solstice (22 June to 3 July  2012) (a)  in the apse (mote 1, dolostone); (b)  in the south-facing rubble masonry wall 
(mote 7).
 
heights on the south wall.  Table  2 gives  the thermal lag and differ- 
ences between the high temperature recorded by the outdoor, in- 
door and embedded sensors. The  highest in-wall temperatures, 
30.5 and 29.3   C, were recorded at 240  cm by south-oriented motes 
4 and 7, respectively. Temperature tended to  decline with sensor 
height, with 40-cm readings of  28.4  and 26.2  C, respectively, at 
motes 4 and 7. The temperature inside the apse stone wall,  which 
was  lower than in  the brick rubble masonry wall,  was  similar at 
240   and 140  cm  (25.4 and 25.6   C)  and lower still   (24.4  C)  at 
40 cm. 
 
The difference between the outdoor and in-wall high tempera- 
tures tended to  widen in  the lower parts of the wall,  where the 
lowest summertime temperatures were recorded and where the 
fluctuation at a  given sensor was   also  narrower in  the summer 
(Table  2). 
In the apse area (mote 1),  the highest temperature (24.4  C at 
240  cm)  was  lower than on  the south wall  of the nave. While the 
apse stone temperature also  varied at any  given sensor, the fluctu- 
ation was  slightly wider in the lower part of the wall: a 1-  C differ- 
ence was   recorded at 40 cm  compared to  0.6   C at 240  cm.  The
 
 
 
 
 
 
 
Fig.  6.  Mean, high and low temperatures at 140 and 240 cm by  season and mote: (1)  apse, (2  and 6)  north wall, (4  and 7)  south wall. 
 
thermal lag  in the apse area was  shorter than in the church nave. 
The  lag  values in  the ashlar stone in  the apse ranged from 5  to 
2 h, compared to  11  to  16 h  in  the rubble masonry. The  greatest 
lag was  recorded in the lower part of the wall  (Table  2). A similar 
pattern was  observed on the following days, with 1-  C temperature 
differences between the readings at 40  and 240  cm  (Fig. 7b). 
In winter, the highest solstice-related (21 December 2012) tem- 
perature was  reached on 24 December, when it climbed to 11.3   C
 
 
 
 
Date T (  C)  RH (%) Wind  around the south entrance (mote 7),  where solar radiation was 
lower (Fig.  8).  The  thermal lag  in  the wall   was   shorter than in 
the summer, for the highest temperatures were reached at the foot 
of  the  church (mote 4)  after 8.5   and 11.5  h,  and after 11 h  at
 Max. Time Min Direction Speed (m/s) 
26 June 41.6 6:55 PM 13 SW 3 
27 June 35.8 3:00 PM 18 SW 5 
28 June 38 6:55 PM 10 SW 7 mote 7. The  temperature fluctuated  more  in   the higher (1.7–
      0.9 C) than in the lower (1.0–0.5  C) parts of  the wall  and the
Table 1 
Outdoor  weather  conditions  on  26  (the  warmest  day  of  the  year),  27  and  28  June.   
at 4:44 PM. The wintertime temperature inside the wall  was  higher 
on  the south façade, mote 4, than outdoors, whereas in  the area
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Fig.  7.  Variations in outdoor temperature and in-wall south façade temperature, 26–28 June (a)  outdoor temperature and relative humidity; (b)  temperature inside the apse 
wall (mote 1); (c)  temperature inside the south wall at mote 4; (d)  temperature inside the south wall at mote 7. 
 
 
Table 2 
Thermal lag  and temperature variations attributable to solar radiation: south wall, motes 1, 4 and 7. 
 
Mote Sensor High T (  C) Change in T ( C) Daily T fluctuation (  C)                       Thermal lag  (h) Decrement Factor 
26–27 June  2012    
Outdoor 41.6 – 19.8 – – 
1 Indoor 27.4  14.2 2.0 0.4 0.10 
240 cm 25.4  16.2 0.6 4 0.03
140 cm 25.6  16.0 0.6 2.2 0.03
40 cm 24.4  17.2 1.0 4.9 0.05
4 Indoor 27.7  13.9 2.9 0.6 0.15
240 cm 30.5  11.1 1.6 10.6 0.08
140 cm 29.2  12.4 1.2 11.6 0.06
40 cm 28.4  13.3 0.8 15.9 0.04
7 Indoor 28.4  13.2 2.4 0.9 0.12
240 cm 29.3  12.3 1.3 10.7 0.07
140 cm 28.3  13.3 1.4 12.7 0.07
40 cm 26.2  15.5 1.1 13.0 0.06
24–25 December 2012 
Outdoor 11.3 – 11.0 – – 
4 Indoor 11.1  0.2 0.3 0.1 0.0 
240 cm 13.0 1.7 1.5 8.5 0.13
140 cm 12.1 0.8 1.0 10.8 0.09 
40 cm 12.5 1.2 0.5 11.4 0.05 
7 Indoor 10.8  0.4 0.9 2.5 0.2 
240 cm 10.4  0.9 0.9 10.8 0.08
140 cm 10.9  0.3 0.9 11.3 0.08
 40 cm 10.9  0.3 0.5 11.0 0.05
 
 
 
 
 
 
 
Fig.  8.  Variations in outdoor temperature and in-wall south façade temperature, 23–24 December: (a)  outdoor temperature and relative humidity; (b)  temperature inside the 
apse wall (mote 1); (c)  temperature inside the south wall at mote 4; (d)  temperature inside the south wall at mote 7. 
 
 
Table 3 
Linear regression equations for  solar radiation-induced temperature differences recorded in  winter and summer at three heights by  south wall motes 1, 4 and 7. 
 
 40 cm 140 cm 240 cm 
(a) Upward temperature pattern in summer   
Mote 1 Dolostone 
Mote 4 Rubble masonry 
Mota7 Rubble masonry 
163    10  4 x + 22.3 
206    10  4 x + 25.1 
220    l0    4 x + 22.1 
175    10  4 x + 23.3 
260    10  4 x + 24.7 
272    10  4 x + 23.9 
180    10  4 x + 23.1 
283    l0    4 x + 25.5 
273    10  4 x + 24.5 
(b)  Upward temperature patter n in winter 
Mote 1 Dolostone 
Mote 4 Rubble masonry 
Mota7 Rubble masonry 
30    10  4 x+7.1 
110    10  4 x + 8.2 
106    l0    4 x + 7.2 
39    10  4 x + 6.4 
173    l0    4 x + 6.6 
158    10  4 x + 5.9 
41    10  4 + 6.8 
202    l0    4 x + 6.9 
159    10  4 x + 5.8 
(c)  Downward temperature pattern in summer 
Mote 1 Dolostone 
Mote 4 Rubble masonry 
Mota7 Rubble masonry 
 60    10  4 x + 25.3 
 263    l0    4 x + 26.7 
 252    10  4 x+ 26.9 
 64    10  4 x + 26.5 
 317    10  4 x + 29.4 
  379    10  4 x + 28.9 
 72    10  4 x + 26.4 
 391    10  4 x + 30.6 
 397    10  4 x + 29.4 
(d)  Downward temperature pattern in winter 
Mote 1 Dolostone 
Mote 4 Rubble masonry 
Mota7 Rubble masonry 
 58    10  4 x + 11.0 
 48    l0    4 x + 12.2 
 39    l0    4 x + 10.4 
 69    10  4 x + 11.2 
 52    10  4 x + 11.4 
 47    l0    4 x + 10.2 
 65    10  4 x + 11.0 
 53    10  4 x + 12.1 
 47    l0    4 x + 9.6 
difference between in-wall and outdoor temperature  was   much 
narrower than in the summer (Table  2). The lack  of any  significant 
variations in temperature in the apse in winter precluded thermal 
lag calculations in that part of the church. 
Another significant factor is  the trend in  temperatures inside 
the walls immediately before and after the period of highest so- 
lar  radiation, when the variations are  most pronounced. Table  3 
gives   the linear regression equations for  the temperature read- 
ings  in  the sensors embedded at the various heights in  the south 
wall   for  different materials (dolostone, mote 1;  rubble masonry, 
motes 4  and 7),  when the outdoor temperature rose  or  declined 
over  a  period of  approximately 15 days, in  winter and summer. 
The  summer solstice reference date was  26 June,  when the high- 
est  temperature was  recorded (Fig. 5). Of all the cycles exhibiting 
this type of  variation throughout the year,   this was   the period 
when the steepest cumulative rise   and decline in  temperature 
were recorded. 
Since  no periods of significant wintertime rises or declines were 
observed during the year that temperatures were monitored, the 
slopes on the regression lines that defined upward and downward 
patterns were less  accentuated than in the summer. 
Moreover, the summertime variations between outdoor and in- 
wall  temperature were narrower (on  the order of 3  C) in the stone 
than in the rubble wall  (6  C). The mote 4 and mote 7 findings for 
the   rubble   masonry   showed   very     similar   patterns    and 
distributions.
 
 
 
 
Regression line  lope  increased with height in  nearly all  cases, 
although the difference between the readings for  the two highest 
positions was   sometimes slight (Table   3).  The  absolute  value of 
the upward slope was   greater in  the rubble masonry (motes 4 
and 7) than in  the apse stone (mote 1). While in  the summer the 
downward slope behaved in  much the same way  as  the upward 
slope, in  the winter the pattern reversed, with a  steeper  slope, 
i.e.,  a  more intense decline in  temperature, in  the stone than in 
the rubble. Moreover, despite the slight increase in the slope with 
height, the 140- and 240-cm rubble masonry readings were similar 
and clearly distinguishable from the data for the lowest area of the 
wall.  The slopes for the mote 1 (apse) regression lines were similar 
to one  another, as were the slopes for the southward sensor read- 
ings  (motes 4  and 7),  where the similarity between the 140  and 
240  cm  sensor patterns was  particularly visible. 
An overall comparison of the slopes on  the upward and down- 
ward regression lines showed that the upward slope for the sum- 
mertime apse readings (mote 1) was  three times greater than the 
downward slope, whereas the wintertime upward slope was  0.5 
times the downward slope. In other words, the dolostone heated 
up  more rapidly than it cooled in the summer, while the contrary 
was   observed in  the winter. This  is  consistent with the façade 
orientation. 
In  the rubble masonry (motes 4  and 7),  the summertime up- 
ward slope was  on  the order of  0.8  times the downward slope: 
i.e.,  the southward rubble wall   heated up  more slowly than it 
cooled in  this period. In  the winter, the contrary was   observed. 
Thermal differences were greater when the outdoor temperature 
rose  than when it fell. The upward slope was  on the order of twice 
the downward slope, meaning that in the winter the rubble walls 
heated up  more rapidly than they cooled. 
 
 
5. Discussion 
 
Outdoor weather conditions impact the temperature and rela- 
tive  humidity inside the church. Indoor temperature tends to  rise 
 
 
 
Fig.  9.  Wind rose for  rainy days in October–November 2012. 
with the outdoor temperature,  although the difference between 
the two values is on  the order of 14   C. The  thermal lag  between 
the  highest outdoor and highest indoor temperature  was   0.4– 
0.9 h  in  the summer. In  the winter thermal lag  was   somewhat 
greater in the area around the south entrance: 2.5 h. Such  speedy 
thermal stabilisation was  the result of church ventilation [30],  for 
its  two entrances as well  as the door to  the bell  tower in the apse 
area are opened daily in the summer. Wintertime ventilation is less 
aggressive, for neither the door to the bell  tower nor  the south en- 
trance is normally opened. The  lag  is consequently longer in  that 
area. 
Much the same can  be  said  about humidity. On rainy days the 
indoor relative humidity rises from around 45  to  about  70–75%, 
where it remains for several days, only  dropping to  pre-precipita- 
tion values after around 48 h, although the time actually involved 
depends  on    cloud  cover,  temperature   and  outdoor  relative 
humidity. 
The walls of the church themselves are  also  affected by outdoor 
temperature and humidity. Solar  radiation and rain are  the two 
factors that induce the most substantial changes. The  distribution 
of humidity inside the walls is indicative of capillary water absorp- 
tion throughout the year,  although water height tends to  drop in 
late summer as  a result of the lack  of significant rainfall and the 
high outdoor  temperatures  in   those  months.  As  a  result, the 
40 cm  high sensors were saturated throughout the year,  as  were 
the 140  cm  instruments,  whose humidity readings declined only 
in the summer and only  on  the south wall. 
The rainy seasons raise in-wall humidity, a process favoured by 
gusts of wind [31,32]. Fig. 9 depicts the wind rose  for rainy days in 
October and November. The  façades are   highly exposed, for  on 
rainy days the wind was  perpendicular to the north, and to a lesser 
extent, the south façade, albeit at low  or  moderate wind speed, 
which was  not  normally in excess of 5.5 m/s. 
The humidity in the north wall  may rise on rainy days, when the 
wind blows predominantly from the north, intensifying the impact 
on that side  of the building [33]. Water absorption by the walls was 
only   observed in  the sensors positioned at 240  cm,  the highest 
point, for the stone dado around the lower wall  hinders water in- 
gress. Nonetheless, rain may induce higher humidity in  the stone 
and brick rubble by  significantly affecting the sorptivity of these 
materials, which in turn generates humidity variations at 140  cm. 
Rain  also  favours the absorption of capillary water from the sub- 
soil, which would explain why the lower parts of the wall  are  per- 
manently saturated. Water is absorbed much more slowly across 
the apse wall,  primarily because of its  thickness. Moreover, stone 
hydraulic behaviour may differ substantially from the behaviour 
observed in the brick and clay  fill in the nave walls. 
In  addition, while rain clearly impacts water  ingress in  the 
walls, the possible role  of condensation on  water absorption can- 
not  be  ruled out  [34,35]. The  highest in-wall humidity attributed 
to  capillary absorption was  found in  the north wall,  as  well  as  in 
the south wall  at the foot  of the church. 
The  largest difference in  temperature between the south and 
north walls is  induced by  solar radiation [2].  The  materials used 
to  build these walls have a specific heat (C) of 800  to  1000 J/kg K, 
but these values may climb to  1500 J/kg K when they are  water- 
saturated, for  the specific heat for  water is 4186 J/kg K [15,36,37]. 
The  south façade masonry can  be  divided into two clearly distin- 
guishable parts: a 90-cm high rubble stone-clad brick dado and a 
brick and rubble stone checkerboard wall.  The north wall,  by con- 
trast, consists primarily of rough limestone rubble with a clay  and 
brick fragment fill.  The  apse is  made of dolostone ashlars. These 
differences and the presence of moisture in  the lower part of the 
walls determine variations in  the heat capacity of  the materials 
and solar heat transfer, both between walls and within each at dif- 
ferent heights.
 
 
 
 
In the south-facing rubble wall,  the thermal lag  at a  depth of 
30 cm   from the  outer surface of  the  façade was   from 10.6   to 
11.6  h in the upper part of the wall,  whereas in the lower area, con- 
sisting of a solid brick dado with a rubble stone cladding, the lag 
was  longer, from 13 to 15 h. These values are similar to the findings 
reported by other authors [38].  In another vein,  at around 0.1, the 
decrement factor [15,39,40], together with the thermal lag,  en- 
hance indoor comfort in the church [41]. 
Thermal lag is lower in the apse than in the nave wall,  because 
while thermal conductivity ranges from 1.6  to  6.5 W/m K in dolo- 
stone [41,42], the respective values for solid brick and clay  fill are 
0.62  W/m K [13]  and 1.9–2.0 W/m K [43]. 
The thermal diffusion of materials also  rises with their moisture 
content and the presence of salt  [44].  The areas at less  than 40 cm 
from the floor therefore transfer heat more quickly because of their 
high salt  content, attested to  by  the efflorescence visible on  their 
surface. 
The walls are water-saturated between 40 and 140  cm. With so- 
lar  radiation-induced evaporation, the summertime temperature 
in the surrounding indoor and outdoor air  declines. In the winter, 
when the outdoor temperature is lower, no evaporation takes place 
and the temperature rises. This explains why the heat curve for the 
lower areas of the south wall  tends to raise the temperature more 
than the heat curve at 240  cm, inducing a thermal inversion. This is 
favoured by the fact that the impact of solar radiation may be more 
intense at a height of 40 cm, where it may be enhanced by the rise 
in the temperature of the outdoor pavement, leading to  a steeper 
rise  in temperature in the lower wall. 
On the south wall,  which receives solar radiation, heat absorp- 
tion varied between mote 7 at the head and mote 4 at the foot  of 
the church. This difference can  be explained by the fact  that while 
mote 7 benefitted from the shade afforded by  the tower early in 
the morning and the roof  over   the main entrance portal in  the 
afternoon, inasmuch as  it  was   positioned between the two ele- 
ments, mote 4 did  not  and was  therefore exposed to  greater solar 
radiation. While that shade affects the temperature transferred to 
the inside of the wall,  it  generates no  change in  the shape of the 
heat cycle  (Fig. 7). The inference is that the damage caused by such 
temperature variations must be much greater on the outer surface 
than inside the wall,  for they take place more quickly in the former 
[45]. 
 
 
6. Conclusions 
 
The highest in-wall humidity attributed to capillary absorption 
was  found in the north wall,  as well  as in the south wall  at the foot 
of the church. San Juan  Bautista Church construction affects water 
absorption by  its  walls and their response to  solar radiation. The 
poorest quality construction is observed in  the north wall,  whose 
low  rubble stone dado, surfaced on  the inside with clay,  exhibits 
higher sorptivity than the solid brick dados lined on  the outside 
with fine  or rough hewn dolostone ashlars on  the south and west 
façades. Capillary water absorption is  lowest in  the apse, where 
the wall,  made of dolostone ashlars, is thicker than in  the rest of 
the church. The wind direction during the rainy seasons also  tends 
to  raise the humidity in the north wall. 
These differences and the presence of moisture in the lower part 
of the walls determine variations in the heat capacity of the mate- 
rials  and solar heat transfer, both between walls and within each at 
different heights. Thermal lag is therefore longer in the lower part 
of the south wall,  with its double layer of solid brick and dolostone 
rubble stone cladding, than in  the upper areas, which consist of 
rubble masonry alone. 
The north wall  is at greatest risk  of decay due to rain action and 
high moisture content, whereas the south façade is more exposed 
to solar radiation and daily wet/dry cycles, intensified by evapora- 
tion in the warmest seasons. The acceleration of decay attributable 
to shade is not  significant inside the wall,  where no thermal varia- 
tions were recorded. 
Wall  thermal lag and decrement factor values contribute to in- 
door comfort in the church by transferring the heat absorbed dur- 
ing   the day.   Moreover, further  to   the  upward and downward 
regression lines, greater comfort is afforded by  rubble stone than 
ashlar constructions. 
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